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Enhancing  the performance of  central heating  systems  in buildings  can play  a major  role  in 
energy savings. Pulsed flow to the radiators can  lead to enhancing the specific heat output of 
radiators. The  aim of  this work  is  to  investigate  the effect of  radiator  flow pulsation on  the 
indoor  spatial  temperature  and  velocity  distributions  to  achieve  energy  saving  without 
compromising the user thermal comfort defined by ASHRAE standard 55 and EN ISO 7730. CFD 




data  in  terms  of  heat  output  showing  maximum  deviation  of  2.44%.  Results  from  CFD 
simulation of the radiator with pulsed flow using frequency ranging from 0.0083Hz to 0.033Hz 
and  amplitude  ranges  from 0.0168kg/s  to 0.0228kg/s  showed  that 25%  improvement  in  the 
specific  heat  output  can  be  achieved  while  maintaining  the  same  radiator  target  surface 
temperature of 50oC. Also using the pulsed flow applied  in this work the pump power can be 
reduced by about 12% compared  to  the pump operating at constant  flow. As  for  the heated 
space with the integrated radiator, results of CFD simulation for pulsed flow with frequency of 
0.033Hz and amplitude of 0.0192kg/s showed that the temperature, velocity and draught rate 




• CFD simulation of hydronic panel radiators and heated rooms with constant and pulsed flow conditions 
• Flow pulsation enhances the heat transfer performance of hydronic panel radiators 
• Pulsating the flow of hydronic radiator increases specific heat output of panel radiators that by 25%  
• The work highlights the potential of energy saving using flow pulsation for panel radiator while 






















































is  used  for  buildings  in  developed  countries  [1].  For  example,  in  the  UK  buildings  services 
consume 40% of the overall energy consumption, thus contributing about half of the UK’s CO2 
and other environmental pollutants emissions which contribute to global warming [2]. To meet 
the  20%  energy  reduction  target  by  2020,  the UK  is  aiming  to  reduce  residential  buildings 
energy consumption by 52%  [3]. Enhancing the efficiency of domestic central heating system 
without affecting  the wellbeing/comfort of  the occupants  is an  important  factor  in achieving 
the  considered  reduction  target  [4]. Various  research works  have  been  published  regarding 
enhancing the performance of such system and the user indoor comfort phenomena. Figure 1 









describes  the  closed  loop  panel  radiator  hydronic  heating  system  showing  the  heat  source, 
panel  radiator  and  the  space  to  be  heated.  The  parameters  used  to  assess  the  comfort  of 






heating  system.  Various  research  papers  have  been  reported  regarding  the  indoor  comfort 
parameter  including  temperature,  velocity,  PD,  DR  and  PED.  The  indoor  comfort  was 
investigated  under  ventilated  hydronic  radiator  as  a  heat  source  in  a  room  with  Swedish 
standard  of  ventilating  air  flow  of  0.0086kg/s  per  person  using  CFD.  Results  showed  that 
ventilated radiators are able to create more stable thermal comfort climate than the traditional 
radiators  [6].  An  office  room  was  investigated  numerically  at  high,  medium  and  low 
temperature  radiator  surface  as  well  as  floor  heating  to  investigate  the  indoor  comfort 




concluded  that  the  thermal  loss of  thin wall  (20cm)  is 53% higher  compared  to  thicker wall 
(40cm) while having  the  same heat  transfer  coefficient, also  indoor  comfort  temperature of 
thinner wall  is 4.6oC  lower  compared  to  the  thicker walls.    Therefore  it was  concluded  that 
indoor comfort and  thermal energy  loss can be affected by  thermal conductivity variation of 
the walls. Ge et al. study to  investigate the cause of cold  indoor draught due to extreme cold 
outdoor temperature combined with poor glazing transmittance [9]. They recommended that 
the  cold draught  comfort problem  can be  improved using well  insulated  glazing. Arslan  and 






Smart control management of central heating system can also play  important  role  to  reduce 
energy  consumption  and  improve  the  comfort  temperature  of  the  occupants  [12].  Artificial 
neural  network  (ANN)  based  predictive  and  adaptive  logic  control  also  has  a  potential  for 
indoor  comfort  control  by  decreasing  the  standard  deviation  of  indoor  temperature  range, 
decreasing percentage of overshoots and undershoots of  the desired  indoor  comfort  ranges 














There are various heat  transfer enhancement methods  including:  rough surfaces; nanofluids; 
fluid slipping enhancers, surface coating, fin attachments, mechanical mixing device, vibration, 
magnetic electric  fields and  flow pulsation  [15‐18]. Flow pulsation was used  to enhance heat 
transfer  in  various  industrial  applications  including  heat  exchangers,  pulse  combustors, 
electronic cooling devices, cooling system of nuclear reactors leading to a potential of reducing 









Figure  2  shows  the  dimension  and mesh  density  of  the  simulated  panel  radiator with  top‐
bottom  opposite  end  (TBOE)  connections  and  Table  1  shows  its  thermal  properties.  This 
radiator  includes  rectangular  ducts  with  15mm  width  and  1mm  thickness, metal  fins  with 










The dimensions of  the heated  space were  selected as a  single person office with  controlled 
ventilation as a fresh air source and hydronic heating radiator as a heat source. Table 2 shows 
the thermal properties of all materials used to construct the heated space. Figure 3 shows the 








heat  transfer and  fluid  flow analysis. The  transient  simulation of  the  integrated  radiator and 
room  system proved  to be very demanding  in computational  time. Therefore,  the 3D  finned 














The  CFD  simulations  were  carried  out  using  conjugate  heat  transfer  physics  module  in 
COMSOL. The k‐ε turbulence model was used to predict the flow pattern for both the radiator 
and the room. This model has been reported to be more robust than other turbulence models 
[26,  29].  The  governing  equations  used  to  carry  out  the  simulations  are  conservation  of 
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• There  was  no  water  flow  in  the  radiator model,  instead  transient  temperature  profile 
obtained  from  the  simulated hyronic  radiator was applied on  the  surface of  the  radiator 
inside the heated room  
• The  room  was  assumed  to  be  empty;  all  heat  gains  from  the  sun,  light  bulbs,  other 







hot  water  inlet  volume  flow  rate  0.0119kg/s.  Simulation  results  were  validated  using 
experimental data  reported by  [27,  28  and  29] who used  EN‐442  radiator  standards  testing 
method  in  their  work.  Figure  5  shows  the  local  surface  temperature  distribution  (a);  the 
variation of mean temperature of radiator eq.(7), LMTD eq.(8), and water outlet temperature 
with  time  (b) at  the operating conditions of 0.0119 kg/s hot water  flow  rate, hot water  inlet 
temperature of 74.76oC and ambient  temperature of 19.89oC  [29 and 30]. Table 3 compares 
the predicted and experimental values for the output parameters including the radiator mean 
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All  thermal  comfort  assessment  is  undertaken  after  the  space  reaches  equilibrium  indoor 
temperature at 2000s. The room simulation was carried out using inlet air ventilation at a rate 
of  0.6  air  changes/h,  average  ambient  winter  temperature  of  5⁰C  and  initial  indoor 











radiator  side  wall  at  emissivity  of  0.9.  All  other  walls  were  applied  as  adiabatic  boundary 
conditions  and  all material  properties  for  the  room were  taken  from  Table  2.  The  natural 
convection  of  the  heated  room  air  volume  is  applied  using  buoyancy  driven  volume  force 
expressed in eq. (10). This buoyancy force will affect both the air within the room and the fresh 





In  buoyancy  driven  volume  force  heat  transfer  occurs  due  to  the  density  difference  of  the 
indoor air (natural convection). 
 
The  predicted mean  surface  temperature  of  the  constant  flow  radiator was  fitted  using  a 
polynomial equation  as  shown  in eq.  (11)  and used  as  a boundary  condition  for  the heated 
space transient model shown in figure 5 as T_mean radiator.  
 





Where:  Tmean,Cf  is  the mean  temperature  distribution  profile  generated  from  surface  panel 




Figure  6  shows  local  temperature  distribution  and  indoor  velocity  of  the  heated  room 
indicating  that  the  local  indoor  temperature  and  air  velocity  distributions  are  within  the 
























St =                                                                                                                                                     (12) 
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Figure 8  shows  the  radiator  specific heat output  (defined by eqn.  (14)) at various amplitude 
ranging  from  0.0168kg/s  to  0.0228kg/s  with  constant  frequency  of  0.033Hz  and  various 





outputQ   Sp.Q ?=                                                                                         (14)   
 
As shown  in Figure 8; the best pulsed flow specific heat output was obtained at flow velocity 





Energy  saving due  to  the pulsed  flow  compared  to  the  constant  flow  is estimated using  the 
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The  improvement  in  the specific heat output  is related  to  the average supply mass  flow rate 
required to achieve the target LMTD of 50oC of simulated heating radiator. The shaded areas in 














The  power  consumption  of  the  central  heating  system  consists  of  the  thermal  energy 
consumption  associated with  the boiler and  the electrical energy  consumption  (mainly  from 
the  circulation  pump).  The  25%  improvement  in  the  specific  heat  output  from  the  radiator 
related to thermal energy consumption from the boiler.   
 
As  for  the  pump  electrical  energy  consumption,  it was  not  considered  due  to  being  small 
(around 6% of the total energy consumed [31]) compared to the thermal energy consumption. 
However,  using  the  pulsed  flow  applied  in  this  work  the  pump  power  consumption  was 
calculated analytically using equations provided  in [15] and showed that a reduction of about 
12% compared  to  the pump operating at constant  flow can be achieved. This  is because  the 






The  heated  room  at  radiator  pulsed  flow  scenario  is  simulated  using  the  similar  boundary 
condition  that  of  the  constant  flow  heated  room  expect  the  heat  source  (panel  radiator) 













expected; also  the air velocity distributions are  lower at  the bottom of  the  room  that shows 
downdraught air at the ankle level is supressed. Thus results of room CFD model under pulsed 
flow  is well counteracting to the fresh cold air coming from outdoor due to ventilation. When 















According  to  ASHRAE  55  standards  the  recommended  occupants  indoor  comfort margin  is 
considered from 0.1m (ankle level) to 1.1m above the floor level for person sitting in office and 
0.1m to 1.7m for standing person. All trends are taken at 2000s when the heated room reaches 
thermal equilibrium. The  recommended  indoor  comfort  temperature  and  indoor  air  velocity 
20±2oC and  0.15 m/s  respectively. The presented  simulated CFD  results  for both  constant 
flow and pulsed flow cases of the room models where fully able to overcome the heat demand 
as well as distribute the temperature and velocity evenly throughout the whole room. The air 
velocity  at  the  ankle  level  is  below  0.1m/s  increasing  upwards  to  the  ceiling  reaching  a 
maximum of 0.14 m/s and the indoor temperature remains at range of 20.5oC to 21.5oC in the 
desired  occupied  zone.  Figure  12  shows  the  indoor  air  velocity  and  temperature  profile  at 











The  discomfort  due  to  draught  in  a  ventilated  room  is  estimated  by  Draught  Risk  (DR) 
parameters which depend on the  local turbulence  intensity (TI) of the room  in percent and  it 
expressed  in eq.  (17)  [27, 28  and 32]. The prediction Percentage of Dissatisfied  (PD) due  to 























0.04in,airV(.313.8*10PD         (18)     
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Achieving  energy  saving  without  compromising  thermal  comfort  of  building  occupants  is 
prominent  importance.  This work  investigates  through  CFD  simulation  the  thermal  comfort 
parameters of heated space with constant and pulsed flow of hydronic panel radiator central 




2.44%.  Results  from  the  panel  radiator  showed  that  25%  improvement  in  the  specific  heat 
output  can  be  achieved  with  pulsed  flow  due  to  higher  heat  transfer  rate  compared  to 
conventional  constant  flow. About  12%  of  pump  power  consumption  (electrical)  saving was 
also possible due to the pulsed flow compared to the constant flow.  
The  transient  mean  temperature  profile  of  the  simulated  radiator  was  fitted  and  used  in 
simulating the heated room for both constant and pulsed flow operating scenarios. Results of 
the  room  models  showed  that  the  comfort  parameters  that  achieved  indoor  comfort  at 
temperature of 20±1.5oC, indoor velocity below 0.15m/s and the draught rating parameters are 
all  (PD,  PED,  DR)  below  15%.  All  comfort  criteria  presented  in  this  work  are  achieved  as 





























































































































































                 







































































































Fluid   Water  0.58  4180  1000 
Channels  Steel    16.5  475  7850 
Fins  Steel   16.5  475  7850 


























Specifications  CFD    Exp  Diff % 
Flow rate (kg/s)  0.023  0.023   
Ambient temperature  (oC)  19.98  19.98   
Inlet temperature         (oC)  74.76  74.76   
Outlet temperature     (oC)  64.83  64.71  0.15 




Radiator heat output  (W)  992.1  968.42  2.44 
 
                      
        
Table 4 Pulsed flow amplitudes at constant frequency of 0.209 rad/s 
Components   Materials   K [W/m.K]  c   [J/kg.K]  ρ [kg/m^3] 
Internal wall  Bricks   0.84  600  1700 
External wall  Bricks   0.62  800  1700 
Window and door    Glass   0.96  600  2200 
Floor and Ceiling  Wood   0.42  842  1200 
Radiator   Steel    16.5  475  7850 
indoor   Air  0.025  1005  1.2 
Door   wood  0.14  1200  650 
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        Radiator pulsed flow inlet 
Amplitudes [kg/s]  Average mass (kg/s] 
0.0168  0.0084 
0.0192  0.0096 
0.0215  0.0107 
0.0228  0.0114 
